
AHU-13

(E)3"Ø MPS UP

(E)1-1/2"Ø LPR  UP

(E)3"Ø LPS UP

(E)5"Ø CHWS UP & 6"Ø CHWS DN

(E)5"Ø CHWR UP & 6"Ø CHWS DN

(E)5"Ø HWS UP/DN

(E)HW PUMPS

(E)2"Ø LPR UP

(E)AIR SEPERATOR

(E)EXP TANK

(E)5"Ø HWR DN &

(E)2-1/2"Ø HWR UP

(E)4" LPS DN

(E)(2)U-BEND HX

(E)LPR UP

(
E

)
5
"
 
H

W
S

(E)1" HWS

(
E

)
5
"
 
H

W
R

(E)6" MPS

(E)1" LPR

~

~

ATU-1

ATU-3

ATU-11

ATU-12

ATU-13

ATU-14

ATU-15

ATU-16

ATU-17

ATU-18

ATU-20

ATU-24

ATU-26

ATU-27

ATU-28

ATU-29

ATU-30

ATU-22

ATU-21

ATU-4

ATU-2

ATU-23

ATU-24

ATU-19

2" HWR

1-1/2" HWR

2" HWR

1-1/2" HWR

1-1/2" HWR

1-1/4" HWR

1-1/4" HWR

1-1/4" HWR

1-1/4" HWR

1" HWS

3/4" HWS

&HWR

3/4" HWS

&HWR

3/4" HWS

&HWR

1" HWR

1" HWS

1-1/4" HWS

3/4" HWR

3/4" HWR

3/4" HWR

1" HWR

1" HWR

1" HWR

1" HWR

1" HWR

1-1/4" HWR

2" HWS

2" HWS

1-1/2" HWS

1-1/2" HWS

1-1/4" HWS

1-1/4" HWS

1-1/2" HWS

1-1/4" HWS

1" HWS

1" HWS

1" HWS

3/4" HWS

3/4" HWS

3/4" HWS

3/4" HWS

3/4" HWS

3/4" HWS

&HWR

3/4" HWS

&HWR

3/4" HWS

&HWR

3/4" HWS

&HWR
3/4" HWS

&HWR

3/4" HWS

&HWR

3/4" HWS

&HWR

3/4" HWS

&HWR

3/4" HWS

&HWR

2" HWR

3/4" HWS

&HWR

3/4" HWS

&HWR

3/4" HWS

&HWR

3/4" HWS

&HWR

3/4" HWS

&HWR

3/4" HWS

&HWR

3/4" HWS

&HWR

3/4" HWS

&HWR

3/4" HWS

&HWR

3/4" HWS

&HWR

3/4" HWS

&HWR

2-1/2" CHWS&R AND

1-1/2"HWS&R DN TO

AHU-13

H
W

R
H

W
R

H
W

R

H
W

S
H

W
S

H
W

S

H
W

S
H

W
S

H
W

R
H

W
R

H
W

R

HWR

HWS

H
W

S
H

W
S

CONSULT

3A-137

CHARTING

3A-143

CONF

ROOM

3A-152

LOCKER

ROOM

3A-155A

ISOLATION

PATIENT

3A-158A

PATIENT

3A-170A

PATIENT

3A-169A

PATIENT

3A-167A

PATIENT

3A-163A

3A-161A

PATIENT

3A-136A

PATIENT

3A-134A

CORR.

C3-12A

HAC

3A-157

MED.RM.

3A-166

ALCOVE

C3-12C

SOC WRK

3A-150

ISOLATION

PATIENT

9 10 11 12 13 1412A11A

K

L

M

N

O

P

Q

R

S

AIR HANDLING UNIT SERVICE CLEARANCE FOR COIL PULL SHOWN AS DASHED LINE FOR

REFERENCE.

CHILLED WATER SUPPLY AND RETURN LINES DOWN TO AIR HANDLER COIL CONNECTION. REFER

PIPING INSTALLATION DETAIL ON SHEET MH502.

HOT WATER SUPPLY AND RETURN LINES DOWN TO AIR HANDLER COIL CONNECTION. REFER PIPING

INSTALLATION DETAIL ON SHEET MH502.

ROUTE CONDENSATE TO FLOOR DRAINS. FIELD VERIFY EXACT LOCATION OF NEAREST DRAIN.

REFER TO CONDENSATE TRAP DETAIL ON SHEET MH501.
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